
  Addendum No. 1 
PROJECT NO. N223415OR  Page 2 of 2 

ADDENDUM NO. 1 
 

TO THE 
 

CONTRACT DOCUMENTS 
 

FOR 
 

PROJECT NO. 22WA11 
24-INCH TRANSMISSION MAIN 

ISABELL AVENUE TO NEWTON CREEK ROAD 
 

FOR 
 

CITY OF ROSEBURG 
 

 
 

THIS ADDENDUM IS HEREBY MADE A PART OF THE CONTRACT DOCUMENTS TO THE SAME 
EXTENT AS THOUGH IT WERE ORIGINALLY INCLUDED THEREIN.   
 
BIDDERS MUST ACKNOWLEDGE RECEIPT OF ALL ADDENDA ON THE BID PROPOSAL FORM.  BID 
PROPOSALS THAT FAIL TO ACKNOWLEDGE ALL ADDENDA MAY BE CONSIDERED IRREGULAR AND 
MAY BE REJECTED. 

 
ISSUED THIS 26TH DAY OF JUNE, 2023. 
 

 
 

 
 
 
 

CONSOR 
One SW Columbia Street, Suite 1700 

Portland, OR 97204 
(503) 225-9010 

12/31/2024
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ITEM NO. 1 – VOLUME 1; SPECIFICATION SECTION 26 42 01, CORROSION MONITORING SYSTEM 
FOR DUCTILE IRON PIPE 
 

A. On page 26 42 01 – 12, in Section 3.7A - WAX TAPE COATING AND POLYETHYLENE 
ENCASEMENT FOR DI PIPE AND FITTINGS, REPLACE the words “… 02620, Ductile Iron 
Pipe, Fittings and Special Items and Section 02640, PVC Pressure Pipe, Fittings & Special 
Items …...” WITH “… 33 11 10, Water Utility Distribution & Transmission Piping …...”. 

 
ITEM NO. 2 – VOLUME 1; SPECIFICATION SECTION 33 11 10, WATER UTILITY DISTRIBUTION & 
TRANSMISSION PIPING 
 

A. On page 33 11 10 – 8, in Section 2.1B.8. - Polyethylene Encasement:  
 
REPLACE subsection b) as follows: 

 
“b. Polyethylene encasement shall consist of three layers of co-extruded linear low-

density polyethylene (LLDPE), fused into a single thickness of not less than eight 
mils. The inside surface of the polyethylene wrap to be in contact with the pipe 
exterior shall be infused with a blend of antimicrobial compound to mitigate 
microbiologically influenced corrosion and a volatile corrosion inhibitor to control 
galvanic corrosion.” 

 
ADD subsection c) below: 

 
“c. Polyethylene encasement shall be V-Bio Enhanced Polyethylene Encasement, no 

exceptions.” 
 
ITEM NO. 3 – VOLUME 1; SPECIFICATION SECTION 33 11 10, WATER UTILITY DISTRIBUTION & 
TRANSMISSION PIPING 
 

A. On page 33 11 10 – 9, in Section 2.1 B. 9. d. 4) a) - For pipe larger than 12”, ADD 
subsection below: 

 
“(3)  “HDSS”, United States Pipe and Foundry Company.” 
 

B. On page 33 11 10 – 9, in Section 2.1 B. 9. d. 4) b) - For pipe 12” and smaller, ADD 
subsection below: 

 
“(5)  “HDSS”, United States Pipe and Foundry Company.” 
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